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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
HIGH-VOLTAGE TEST TECHNIQUES – CHARGE-BASED  

MEASUREMENT OF PARTIAL DISCHARGES 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international 
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and 
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). Their 
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with 
may participate in this preparatory work. International, governmental and non-governmental organizations liaising 
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for 
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees. 

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence between 
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications. 

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) IEC draws attention to the possibility that the implementation of this document may involve the use of (a) 
patent(s). IEC takes no position concerning the evidence, validity or applicability of any claimed patent rights in 
respect thereof. As of the date of publication of this document, IEC had not received notice of (a) patent(s), which 
may be required to implement this document. However, implementers are cautioned that this may not represent 
the latest information, which may be obtained from the patent database available at https://patents.iec.ch. IEC 
shall not be held responsible for identifying any or all such patent rights. 

IEC 60270 has been prepared by IEC technical committee 42: High-voltage and high-current 
test techniques. It is an International Standard. 

This fourth edition cancels and replaces the third edition published in 2000 and 
Amendment 1:2015. This edition constitutes a technical revision. 

This edition includes the following significant technical changes with respect to the previous 
edition: 

a) Title modified. 
b) Use with alternating voltages up to 500 Hz or with direct voltage. 
c) Clear focus on charge-based partial discharge measurements. 
d) Streamlined performance checks for partial discharge measurement system components. 
e) Improved normative Annex A for performance tests on calibrators. 
f) Revised and new informative Annexes. 
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The text of this International Standard is based on the following documents: 

Draft Report on voting 

42/452/FDIS 42/456/RVD 

 
Full information on the voting for its approval can be found in the report on voting indicated in 
the above table. 

The language used for the development of this International Standard is English. 

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in 
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available 
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are 
described in greater detail at www.iec.ch/publications. 

In a future revision, this document will seek horizontal publication status in accordance with 
IEC Guide 108. 

The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under webstore.iec.ch in the data related to the 
specific document. At this date, the document will be  

• reconfirmed, 

• withdrawn, or 

• revised. 
  

https://www.iec.ch/members_experts/refdocs
https://www.iec.ch/publications
https://webstore.iec.ch/?ref=menu
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HIGH-VOLTAGE TEST TECHNIQUES – CHARGE-BASED  
MEASUREMENT OF PARTIAL DISCHARGES 

 
 
 

1 Scope 

This document is applicable to the charge-based measurement of partial discharges which 
occur in electrical apparatus, components or systems when tested with alternating voltages 
(AC) up to 500 Hz or with direct voltage (DC). 

This document: 

– defines the terms used; 
– defines the quantities to be measured; 
– describes the measurement frequencies as well as the test and measuring circuits which 

may be used; 
– defines analogue and digital measuring methods required for common applications; 
– specifies methods for calibration and requirements of instruments used for calibration; 
– gives guidance on test procedures;  
– gives some assistance concerning the discrimination of partial discharges from external 

interference. 

The provisions of this document are used in the drafting of specifications relating to partial 
discharge measurements for specific power apparatus. It deals with electrical measurements of 
impulsive (short-duration) partial discharges, but reference is also made to non-electrical 
methods primarily used for partial discharge location (see Annex F). Diagnosis of the behaviour 
of specific power apparatus can be aided by digital processing of partial discharge data (see 
Annex E) and also by non-electrical methods that are primarily used for partial discharge 
location (see Annex F). 

This document is primarily concerned with electrical measurement of partial discharge in terms 
of apparent charge for specific power apparatus made during tests with alternating voltage, but 
specific problems which arise when tests are made with direct voltage are considered in 
Clause 11. 

The terminology, definitions, basic test circuits and procedures often also apply to tests at other 
PD measurement frequencies, but special test procedures and measuring system 
characteristics which are not considered in this document may be required. For measurements 
at higher frequency ranges, see IEC TS 62478 [5]1. 

Annex A provides normative requirements for performance tests on calibrators. 

NOTE This document defines and provides guidance for charge-based direct electrical PD measurements at the 
terminals of the equipment under test, differentiating from other PD measurement and detection methods, e.g. 
acoustic PD techniques or electromagnetic methods in elevated frequency ranges, e.g. ultra-high frequency (UHF). 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. 

___________ 
1 Numbers in square brackets refer to the Bibliography. 
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For undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC 60060-2, High-voltage test techniques – Part 2: Measuring systems 

3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

ISO and IEC maintain terminology databases for use in standardization at the following 
addresses: 

• IEC Electropedia: available at https://www.electropedia.org/ 

• ISO Online browsing platform: available at https://www.iso.org/obp 

3.1  
partial discharge 
PD 
localized electrical discharge that only partially bridges the insulation between conductors and 
which can occur adjacent to a conductor 

Note 1 to entry: Partial discharges are in general a consequence of local electrical stress concentrations in the 
insulation or on the surface of the insulation. Generally, such discharges appear as pulses having a duration of much 
less than 1 μs. More continuous forms can, however, occur, such as the so-called pulse-less discharges in gaseous 
dielectrics. This kind of discharge will normally not be detected by the measurement methods described in this 
document. 

Note 2 to entry: "Corona" is a form of partial discharge that occurs in gaseous media around conductors which are 
remote from solid or liquid insulation. "Corona" should not be used as a general term for all forms of PD. 

Note 3 to entry: Partial discharges are accompanied by emission of acoustic transients (sound), electromagnetic 
waves, optical signals (light), heat, and associated chemical reactions. For further information, see Annex F. 

3.2  
partial discharge pulse 
PD pulse 
signal produced by a partial discharge occurring within the object under test, measured using 
suitable detector circuits introduced into the test circuit 

Note 1 to entry: A partial discharge which occurs in the test object produces a current pulse at its origin. A detector 
in accordance with the provisions of this document produces a current or a voltage signal at its output proportional 
to the charge of the PD pulse. 

3.3  
quantities related to partial discharge pulses 
3.3.1  
apparent charge 
q 
<of a PD pulse> charge which, if injected between the terminals of the test object in a specified 
test circuit, would result in the same reading on the measuring instrument as the PD pulse itself, 
typically expressed in units of picocoulombs (pC) or nanocoulombs (nC) 

Note 1 to entry: The apparent charge is not equal to the amount of charge locally involved at the site of the 
discharge, which cannot be measured directly. 

https://www.electropedia.org/
https://www.iso.org/obp
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TECHNIQUES DES ESSAIS À HAUTE TENSION – MESURAGES DES 
DÉCHARGES PARTIELLES FONDÉS SUR LES CHARGES 

 
 
 

1 Domaine d'application 

Le présent document s'applique aux mesurages fondés sur les charges pour les décharges 
partielles (DP) qui se produisent dans les appareillages, composants ou systèmes électriques 
soumis à des essais sous des tensions alternatives inférieures ou égales à 500 Hz ou sous une 
tension continue. 

Le présent document: 

– définit les termes utilisés; 
– définit les grandeurs à mesurer; 
– décrit les fréquences de mesure, ainsi que les circuits d'essai et de mesure qui peuvent être 

utilisés; 
– définit les méthodes de mesure analogique et numérique exigées pour les applications 

courantes; 
– spécifie les méthodes d'étalonnage et les exigences relatives aux appareils de mesure 

utilisés pour l'étalonnage;  
– fournit des recommandations pour les procédures d'essai; 
– donne des conseils pour distinguer les décharges partielles des interférences externes. 

Les dispositions du présent document sont utilisées pour élaborer les spécifications relatives 
aux mesurages de décharges partielles dans le cadre d'appareillages de puissance spécifiques. 
Le présent document traite des mesurages électriques des décharges partielles impulsionnelles 
(de courte durée), mais il est également fait référence à des méthodes non électriques, 
principalement utilisées pour la localisation des décharges partielles (voir l'Annexe F). Les 
diagnostics concernant le comportement d'appareillages de puissance spécifiques peuvent être 
facilités par le traitement numérique des données de décharges partielles (voir l'Annexe E), 
mais également par des méthodes non électriques, utilisées principalement pour la localisation 
des décharges partielles (voir l'Annexe F). 

Le présent document traite essentiellement des mesurages électriques de décharges partielles 
fondés sur la charge apparente d'appareillages de puissance spécifiques, effectués dans le 
cadre d'essais sous une tension alternative, mais l'Article 11 traite néanmoins des problèmes 
particuliers susceptibles de se produire lors d'essais sous une tension continue. 

La terminologie, les définitions, les circuits d'essai de référence et les procédures sont souvent 
utilisés pour les essais à d'autres fréquences de mesure des DP, mais des procédures d'essai 
et des caractéristiques de systèmes de mesure particulières, qui ne sont pas traitées dans le 
présent document, peuvent être exigées. Pour les mesurages effectués dans des plages de 
fréquences supérieures, voir l'IEC TS 62478 [5]1. 

L'Annexe A fournit les exigences normatives relatives aux essais de détermination des 
caractéristiques des dispositifs d'étalonnage. 

NOTE Le présent document définit et fournit des recommandations pour les mesurages électriques directs fondés 
sur les charges pour les décharges partielles qui se produisent aux bornes du matériel en essai, et qui diffèrent des 
autres méthodes de mesurage et de détection des DP, par exemple les techniques acoustiques ou les méthodes 
électromagnétiques dans des plages de fréquences élevées, par exemple aux ultrahautes fréquences (UHF). 

___________ 
1 Les chiffres entre crochets renvoient à la Bibliographie. 
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2 Références normatives 

Les documents suivants cités dans le texte constituent, pour tout ou partie de leur contenu, des 
exigences du présent document. Pour les références datées, seule l'édition citée s'applique. 
Pour les références non datées, la dernière édition du document de référence s'applique (y 
compris les éventuels amendements). 

IEC 60060-2, Techniques des essais à haute tension – Partie 2: Systèmes de mesure 

3 Termes et définitions 

Pour les besoins du présent document, les termes et définitions suivants s'appliquent. 

L'ISO et l'IEC tiennent à jour des bases de données terminologiques destinées à être utilisées 
en normalisation, consultables aux adresses suivantes: 

• IEC Electropedia: disponible à l'adresse https://www.electropedia.org/ 

• ISO Online browsing platform: disponible à l'adresse https://www.iso.org/obp 

3.1  
décharge partielle 
DP 
décharge électrique localisée dont le trajet se développe seulement sur une partie de l'isolation 
entre des conducteurs et qui peut se produire au voisinage d'un conducteur 

Note 1 à l'article: Les décharges partielles sont généralement le résultat de concentrations de contraintes 
électriques locales dans l'isolation ou sur la surface de l'isolation. Généralement, ces décharges se manifestent par 
des impulsions avec des durées significativement inférieures à 1 μs. Toutefois, des décharges à caractère plus 
continu peuvent également se produire, comme les décharges de faibles intensités (décharges "pulse-less") dans 
les diélectriques gazeux. Ce type de décharge n'est normalement pas détecté par les méthodes de mesure décrites 
dans le présent document. 

Note 2 à l'article: L'"effet de couronne" est un type de décharge partielle qui se produit dans les milieux gazeux 
autour de conducteurs éloignés de toute isolation solide ou liquide. Il convient de ne pas utiliser le terme "effet de 
couronne" comme terme général pour désigner tous les types de DP. 

Note 3 à l'article: Les décharges partielles s'accompagnent d'une émission de phénomènes transitoires acoustiques 
(bruit), d'ondes électromagnétiques, de signaux optiques (lumière), de chaleur et de réactions chimiques associées. 
Pour plus d'informations, voir l'Annexe F. 

3.2  
impulsion de décharge partielle 
impulsion de DP 
signal généré par une décharge partielle qui se produit dans l'objet en essai, mesuré à l'aide 
de circuits de détection appropriés placés dans le circuit d'essai 

Note 1 à l'article: Lorsqu'une décharge partielle se produit dans l'objet d'essai, une impulsion de courant est 
générée au niveau de son point d'origine. Un détecteur conforme aux dispositions du présent document génère en 
sortie un signal de courant ou de tension proportionnel à la charge de l'impulsion de DP. 

3.3  
grandeurs relatives aux impulsions de décharges partielles 
3.3.1  
charge apparente 
q 
<d'une impulsion de DP> charge qui, lorsqu'elle est injectée aux bornes de l'objet d'essai dans 
un circuit d'essai spécifié, donne la même lecture sur l'appareil de mesure que l'impulsion de DP 
proprement dite, généralement exprimée en unités de picocoulombs (pC) ou de nanocoulombs 
(nC) 

Note 1 à l'article: La charge apparente n'est pas égale à la quantité de charge présente à l'endroit où la décharge 
se produit; elle ne peut pas être mesurée directement. 

https://www.electropedia.org/
https://www.iso.org/obp



