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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
LOW-VOLTAGE SWITCHGEAR AND CONTROLGEAR –  

 
Part 3: Switches, disconnectors, switch-disconnectors  

and fuse-combination units 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 60947-3 has been prepared by subcommittee 121A: Low-voltage 
switchgear and controlgear, of IEC technical committee 121: Switchgear and controlgear and 
their assemblies for low voltage. 

This fourth edition cancels and replaces the third edition published in 2008, 
Amendment 1:2012 and Amendment 2:2015. This edition constitutes a technical revision. 

This edition includes the following significant technical changes with respect to the previous 
edition: 

• addition of critical load current tests for DC switches (see 9.3.9); 

• addition of requirements for a conditional short-circuit rating for disconnectors, switches, 
and switch-disconnectors protected by circuit-breakers (see 9.3.7.2); 

• addition of new categories for high-efficiency motors switching (see Annex A); 
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• addition of new Annex E for connection to aluminium conductors; 

• addition of new Annex F for power losses measurement. 

The text of this International Standard is based on the following documents: 

FDIS Report on voting 

121A/340/FDIS 121A/354/RVD 

 
Full information on the voting for the approval of this International Standard can be found in 
the report on voting indicated in the above table. 

This document has been drafted in accordance with the ISO/IEC Directives, Part 2. 

A list of all parts in the IEC 60947 series, published under the general title Low-voltage 
switchgear and controlgear, can be found on the IEC website. 

This part is to be used in conjunction with the sixth edition of IEC 60947-1:2020 The 
numbering of the subclauses is sometimes not continuous because it is based on 
IEC 60947-1:2020. 

The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under "http://webstore.iec.ch" in the data related to 
the specific document. At this date, the document will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 

The contents of the corrigendum of October 2021 have been included in this copy. 
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INTRODUCTION 

The provisions of the general rules dealt with in IEC 60947-1 are applicable to this document, 
where specifically called for. Clauses and subclauses, tables, figures and annexes of the 
general rules thus applicable are identified by reference to the sixth edition of 
IEC 60947-1:2020, for example, 5.3.4.1 of IEC 60947-1:2020, Table 4 of IEC 60947-1:2020, 
or Annex A of IEC 60947-1:2020. 
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LOW-VOLTAGE SWITCHGEAR AND CONTROLGEAR –  
 

Part 3: Switches, disconnectors, switch-disconnectors  
and fuse-combination units 

 
 
 

1 Scope 

This part of IEC 60947 applies to switches, disconnectors, switch-disconnectors and fuse-
combination units and their dedicated accessories to be used in distribution circuits and motor 
circuits of which the rated voltage does not exceed 1 000 V AC or 1 500 V DC. 

NOTE 1 Accessories are interconnecting units, extended terminals, internal coils, auxiliary contacts, motor 
operator, etc. offered as options with the basic unit. 

This document does not apply to equipment coming within the scope of IEC 60947-2, IEC 60947-4-
1 and IEC 60947-5-1.  

Particular requirements for switches, disconnectors, switch-disconnectors and fuse-
combination units for use in photovoltaic (PV) DC applications are given in Annex D. 

Specific requirements for LV switchgear intended for the connections of aluminium conductors 
are given in Annex E. 

Guidance on measurement of power loss is provided in Annex F. 

This document does not include the additional requirements necessary for electrical 
apparatus for explosive gas atmospheres. 

NOTE 2 Depending on its design, a switch (or disconnector) can be referred to as "a rotary switch 
(disconnector)", "cam-operated switch (disconnector)", "knife-switch (disconnector)", etc. 

NOTE 3 In this document, the word "switch" also applies to the apparatus referred to in French as 
"commutateurs", intended to modify the connections between several circuits and inter alia to substitute a part of a 
circuit for another. 

NOTE 4 In general, throughout this document, switches, disconnectors, switch-disconnectors and fuse-
combination units will be referred to as "equipment". 

The object of this document is to state: 

a) the characteristics of the equipment; 
b) the conditions that apply to the equipment with reference to: 

1) operation and behaviour in normal service; 
2) operation and behaviour in case of specified abnormal conditions, e.g. short-circuit; 
3) dielectric properties; 

c) the tests for confirming that these conditions have been met and the methods that are 
adopted for these tests; 

d) the information relevant to the marking of the equipment or made available by the 
manufacturer, e.g. in the catalogue. 

Specific items requiring agreement between the user and the manufacturer are identified in 
Annex B. 
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2 Normative references 

The following documents are referred to in the text in such a way that some or all of their 
content constitutes requirements of this document. For dated references, only the edition 
cited applies. For undated references, the latest edition of the referenced document (including 
any amendments) applies. 

IEC 60050-441, International Electrotechnical Vocabulary – Part 441: Switchgear, controlgear 
and fuses (available at http://www.electropedia.org) 

IEC 60034-12:2016, Rotating electrical machines – Part 12: Starting performance of single-
speed three-phase cage induction motors 

IEC 60034-30-1:2014, Rotating electrical machines – Part 30-1: Efficiency classes of line 
operated AC motors (IE code) 

IEC 60228:2004, Conductors of insulated cable 

IEC 60269 (all parts), Low-voltage fuses 

IEC 60417, Graphical symbols for use on equipment (available at http://www.graphical-
symbols.info/equipment) 

IEC 60695-2-11:2014, Fire hazard testing – Part 2-11: Glowing/hot-wire based test methods – 
Glow-wire flammability test method for end-products (GWEPT) 

IEC 60947-1:2020, Low-voltage switchgear and controlgear – Part 1: General rules 

IEC 60947-5-1:2016, Low-voltage switchgear and controlgear – Part 5-1: Control circuit 
devices and switching elements – Electromechanical control circuit devices 

IEC 61000-4-2:2008, Electromagnetic compatibility (EMC) – Part 4-2: Testing and 
measurement techniques – Electrostatic discharge immunity test 

IEC 61000-4-3:2006, Electromagnetic compatibility (EMC) – Part 4-3: Testing and 
measurement techniques – Radiated, radio-frequency, electromagnetic field immunity test 
IEC 61000-4-3:2006/AMD1:2007 
IEC 61000-4-3:2006/AMD2:2010 

IEC 61000-4-4:2012, Electromagnetic compatibility (EMC) – Part 4-4: Testing and 
measurement techniques – Electrical fast transient/burst immunity test 

IEC 61000-4-5:2014, Electromagnetic compatibility (EMC) – Part 4-5: Testing and 
measurement techniques – Surge immunity test  
IEC 61000-4-5:2014/AMD1:2017 

IEC 61000-4-6:2013, Electromagnetic compatibility (EMC) – Part 4-6: Testing and 
measurement techniques – Immunity to conducted disturbances, induced by radio-frequency 
fields 

IEC 61545:1996, Connecting devices – Devices for the connection of aluminium conductors in 
clamping units of any material and copper conductors in aluminium bodied clamping units 

IEC 62208:2011, Empty enclosures for low-voltage switchgear and controlgear assemblies – 
General requirements 
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IEC 62475:2010, High-current test techniques – Definitions and requirements for test currents 
and measuring systems 

ISO 2859-1:1999, Sampling procedures for inspection by attributes – Part 1: Sampling 
schemes indexed by acceptance quality limit (AQL) for lot-by-lot inspection  
ISO 2859-1:1999/AMD1:2011 

CISPR 11:2015, Industrial, scientific and medical equipment – Radio-frequency disturbance 
characteristics – Limits and methods of measurement  
CISPR 11:2015/AMD1:2016 

CISPR 32:2015, Electromagnetic compatibility of multimedia equipment – Emission 
requirements 

3 Terms, definitions and index of terms 

3.1 General 

For the purposes of this document, the terms and definitions given in IEC 60050-441 and 
IEC 60947-1 and the following apply. 

ISO and IEC maintain terminological databases for use in standardization at the following 
addresses: 

• IEC Electropedia: available at http://www.electropedia.org/ 

• ISO Online browsing platform: available at http://www.iso.org/obp 

3.2 Alphabetical index of terms 

References 
D 

Disconnector ............................................................................................................... 3.3.1 
Disconnector-fuse ....................................................................................................... 3.3.5 
Disconnector-fuse single opening ............................................................................... 3.3.5.1 
Disconnector-fuse double opening .............................................................................. 3.3.5.2 

F 

Fuse-combination unit ................................................................................................. 3.3.2 
Fuse-disconnector ...................................................................................................... 3.3.6 
Fuse-disconnector single opening ............................................................................... 3.3.6.1 
Fuse-disconnector double opening .............................................................................. 3.3.6.2 
Fuse-switch ................................................................................................................ 3.3.4 
Fuse-switch single opening ......................................................................................... 3.3.4.1 
Fuse-switch double opening ........................................................................................ 3.3.4.2 
Fuse-switch-disconnector ........................................................................................... 3.3.8 
Fuse-switch-disconnector single opening .................................................................... 3.3.8.1 
Fuse-switch-disconnector double opening ................................................................... 3.3.8.2 

http://www.electropedia.org/
http://www.iso.org/obp
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AVANT-PROPOS 
1) La Commission Electrotechnique Internationale (IEC) est une organisation mondiale de normalisation 
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comme telles par les Comités nationaux de l’IEC. Tous les efforts raisonnables sont entrepris afin que l’IEC 
s'assure de l'exactitude du contenu technique de ses publications; l’IEC ne peut pas être tenue responsable de 
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• ajout d’exigences relatives à la caractéristique assignée de court-circuit conditionnel pour 
les sectionneurs, les interrupteurs et les interrupteurs-sectionneurs protégés par des 
disjoncteurs (voir 9.3.7.2); 

• ajout de nouvelles catégories pour commande de moteurs à haut rendement (voir 
Annexe A); 

• ajout d’une nouvelle Annexe E pour le raccordement à des conducteurs en aluminium; 

• ajout d’une nouvelle Annexe F pour la mesure des puissances dissipées. 

Le texte de cette Norme internationale est issu des documents suivants: 

FDIS Rapport de vote 

121A/340/FDIS 121A/354/RVD 

 
Le rapport de vote indiqué dans le tableau ci-dessus donne toute information sur le vote ayant 
abouti à l’approbation de cette Norme internationale. 

Ce document a été rédigé selon les Directives ISO/IEC, Partie 2. 

Une liste de toutes les parties de la série IEC 60947, publiées sous le titre général 
Appareillage à basse tension, peut être consultée sur le site web de l’IEC. 

Cette partie doit être utilisée conjointement avec la sixième édition de l’IEC 60947-1:2020 La 
numérotation des paragraphes est parfois discontinue, car elle se base sur 
l’IEC 60947-1:2020. 

Le comité a décidé que le contenu de ce document ne sera pas modifié avant la date de 
stabilité indiquée sur le site web de l'IEC sous "http://webstore.iec.ch" dans les données 
relatives au document recherché. A cette date, le document sera 

• reconduit, 

• supprimé, 

• remplacé par une édition révisée, ou 

• amendé. 

Le contenu du corrigendum d’octobre 2021 a été pris en considération dans cet exemplaire. 
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INTRODUCTION 

Les dispositions des règles générales qui font l’objet de l’IEC 60947-1 s’appliquent au présent 
document lorsque celui-ci le précise. Les articles, paragraphes, tableaux, figures et annexes 
des règles générales qui sont ainsi applicables sont identifiés par référence à la sixième 
édition de l’IEC 60947-1:2020, par exemple 5.3.4.1 de l’IEC 60947-1:2020, Tableau 4 de 
l’IEC 60947-1:2020 ou Annexe A de l’IEC 60947-1:2020. 
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APPAREILLAGE À BASSE TENSION –  
 

Partie 3: Interrupteurs, sectionneurs,  
interrupteurs-sectionneurs et combinés-fusibles 

 
 
 

1 Domaine d’application 

La présente partie de l’IEC 60947 s’applique à l’appareillage suivant: interrupteurs, 
sectionneurs, interrupteurs-sectionneurs, combinés-fusibles et leurs accessoires dédiés, 
destinés à être insérés dans des circuits de distribution et des circuits de moteurs dont la 
tension assignée est inférieure ou égale à 1 000 V en courant alternatif ou à 1 500 V en 
courant continu. 

NOTE 1 Les accessoires sont: les organes d’interconnexion, les prises prolongées, les bobines internes, les 
contacts auxiliaires, l’actionneur motorisé, etc. proposés en option avec l’appareil de base. 

Le présent document ne s’applique pas au matériel faisant partie du domaine d’application de 
l’IEC 60947-2, de l’IEC 60947-4-1 et de l’IEC 60947-5-1.  

Les exigences particulières pour les interrupteurs, les sectionneurs, les interrupteurs-
sectionneurs et les combinés-fusibles destinés à une utilisation dans les applications 
photovoltaïques (PV) en courant continu sont données dans l’Annexe D. 

Les exigences spécifiques pour l’appareillage à basse tension destiné aux connexions des 
conducteurs en aluminium sont données dans l’Annexe E. 

Des recommandations sur la mesure de la puissance dissipée sont fournies dans l’Annexe F. 

Le présent document ne contient pas les exigences supplémentaires nécessaires au matériel 
électrique pour atmosphères explosives. 

NOTE 2 Selon sa conception, un interrupteur (ou sectionneur) peut être appelé "interrupteur (sectionneur) rotatif", 
"interrupteur (sectionneur) à came", "interrupteur (sectionneur) à couteaux", etc. 

NOTE 3 Dans le présent document, la dénomination "interrupteur" s’applique aussi aux appareils appelés en 
français "commutateurs", destinés à modifier les connexions de plusieurs circuits et, notamment, à substituer une 
portion de circuit à une autre. 

NOTE 4 De façon générale, dans le texte du présent document les interrupteurs, les sectionneurs, les 
interrupteurs-sectionneurs et les combinés-fusibles seront appelés "matériel". 

L’objet du présent document est de préciser: 

a) les caractéristiques du matériel; 
b) les conditions qui s’appliquent au matériel relativement: 

1) au fonctionnement et au comportement en service normal; 
2) au fonctionnement et au comportement en cas de conditions anormales spécifiées, par 

exemple en cas de court-circuit; 
3) aux propriétés diélectriques; 

c) les essais destinés à vérifier si ces conditions sont remplies et les méthodes qui sont 
adoptées pour ces essais; 

d) les indications pertinentes pour le marquage du matériel, ou celles fournies par le 
constructeur, par exemple dans le catalogue. 
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Les points spécifiques exigeant un accord entre l’utilisateur et le constructeur sont identifiés 
dans l’Annexe B. 

2 Références normatives 

Les documents suivants cités dans le texte constituent, pour tout ou partie de leur contenu, 
des exigences du présent document. Pour les références datées, seule l’édition citée 
s’applique. Pour les références non datées, la dernière édition du document de référence 
s'applique (y compris les éventuels amendements). 

IEC 60050-441, Vocabulaire Electrotechnique International – Partie 441: Appareillage et 
fusibles (disponible à l'adresse http://www.electropedia.org) 

IEC 60034-12:2016, Machines électriques tournantes – Partie 12: Caractéristiques de 
démarrage des moteurs triphasés à induction à cage à une seule vitesse 

IEC 60034-30-1:2014, Machines électriques tournantes – Partie 30-1: Classes de rendement 
pour les moteurs à courant alternatif alimentés par le réseau (code IE) 

IEC 60228:2004, Ames des câbles isolés 

IEC 60269 (toutes les parties), Fusibles basse tension 

IEC 60417, Symboles graphiques utilisables sur le matériel (disponible à l’adresse 
http://www.graphical-symbols.info/equipment) 

IEC 60695-2-11:2014, Essais relatifs aux risques du feu – Partie 2-11: Essais au fil 
incandescent/chauffant – Méthode d’essai d’inflammabilité pour produits finis (GWEPT) 

IEC 60947-1:2020, Appareillage à basse tension – Partie 1: Règles générales 

IEC 60947-5-1:2016, Appareillage à basse tension – Partie 5-1: Appareils et éléments de 
commutation pour circuits de commande – Appareils électromécaniques pour circuits de 
commande 

IEC 61000-4-2:2008, Compatibilité électromagnétique (CEM) – Partie 4-2: Techniques d’essai 
et de mesure – Essais d’immunité aux décharges électrostatiques 

IEC 61000-4-3:2006, Compatibilité électromagnétique (CEM) – Partie 4-3: Techniques d’essai 
et de mesure – Essai d’immunité aux champs électromagnétiques rayonnés aux fréquences 
radioélectriques 
IEC 61000-4-3:2006/AMD1:2007 
IEC 61000-4-3:2006/AMD2:2010 

IEC 61000-4-4:2012, Compatibilité électromagnétique (CEM) – Partie 4-4: Techniques d’essai 
et de mesure – Essais d’immunité aux transitoires électriques rapides en salves 

IEC 61000-4-5:2014, Compatibilité électromagnétique (CEM) – Partie 4-5: Techniques d’essai 
et de mesure – Essai d’immunité aux ondes de choc  
IEC 61000-4-5:2014/AMD1:2017 

IEC 61000-4-6:2013, Compatibilité électromagnétique (CEM) – Partie 4-6: Techniques d’essai 
et de mesure – Immunité aux perturbations conduites, induites par les champs 
radioélectriques 
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IEC 61545:1996, Dispositifs de connexion – Dispositifs pour la connexion des câbles en 
aluminium dans des organes de serrage en matière quelconque et des câbles en cuivre dans 
des organes de serrage en aluminium 

IEC 62208:2011, Enveloppes vides destinées aux ensembles d’appareillages à basse tension 
– Exigences générales 

IEC 62475:2010, Techniques des essais à haute intensité – Définitions et exigences relatives 
aux courants d’essai et systèmes de mesure 

ISO 2859-1:1999, Règles d’échantillonnage pour les contrôles par attributs – Partie 1: 
Procédures d’échantillonnage pour les contrôles lot par lot, indexés d’après le niveau de 
qualité acceptable (NQA)  
ISO 2859-1:1999/AMD1:2011 

CISPR 11:2015, Appareils industriels, scientifiques et médicaux – Caractéristiques des 
perturbations radioélectriques – Limites et méthodes de mesure  
CISPR 11:2015/AMD1:2016 

CISPR 32:2015, Compatibilité électromagnétique des équipements multimédia – Exigences 
d’émission 

3 Termes, définitions et index des termes 

3.1 Généralités 

Pour les besoins du présent document, les termes et définitions de l’IEC 60050-441 et 
l’IEC 60947-1, ainsi que les suivants, s’appliquent. 

L’ISO et l’IEC tiennent à jour des bases de données terminologiques destinées à être utilisées 
en normalisation, consultables aux adresses suivantes: 

• IEC Electropedia: disponible à l’adresse http://www.electropedia.org/ 

• ISO Online browsing platform: disponible à l’adresse http://www.iso.org/obp 

3.2 Index alphabétique des termes 

Références 
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Fusible-sectionneur à coupure double ......................................................................... 3.3.6.2 
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