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PHOTOVOLTAIC (PV) ARRAYS –  

EARTH FAULT PROTECTION EQUIPMENT –  
SAFETY AND SAFETY-RELATED FUNCTIONALITY 

 
FOREWORD 

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international 
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and 
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). Their 
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with 
may participate in this preparatory work. International, governmental and non-governmental organizations liaising 
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for 
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees. 

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence between 
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications. 

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent 
rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 63112 has been prepared by IEC technical committee 82: Solar 
photovoltaic energy systems. 

The text of this International Standard is based on the following documents: 

FDIS Report on voting 

82/1885/FDIS 82/1903/RVD 

 
Full information on the voting for its approval can be found in the report on voting indicated in 
the above table. 

The language used for the development of this International Standard is English. 

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in 
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available 
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are 
described in greater detail at www.iec.ch/standardsdev/publications. 

http://www.iec.ch/members_experts/refdocs
http://www.iec.ch/standardsdev/publications
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The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under webstore.iec.ch in the data related to the 
specific document. At this date, the document will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 

 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates that it 
contains colours which are considered to be useful for the correct understanding of its 
contents. Users should therefore print this document using a colour printer. 

 

  

https://webstore.iec.ch/?ref=menu
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INTRODUCTION 

This document specifies the safety requirements that are applicable to Photovoltaic Earth-Fault 
Protection (PV-EFP) equipment (PV-EFPE) whose function is to detect, interrupt, and warn PV 
system operators of earth faults in solar photovoltaic arrays. A stand-alone standard on this 
topic is deemed necessary and appropriate because PV-EFPE may be designed as stand-alone 
equipment or may be integrated into other equipment such as PV inverters, charge controllers, 
combiner boxes, etc. Therefore it is not appropriate to continue the current standardization 
approach in which the PV-EFPE requirements are located only in an end-product standard 
specific to inverters: IEC 62109-2:2011. It is intended that in coordination with the publication 
of this document, IEC 62109-2 will be revised to refer to this document and to remove 
overlapping and conflicting requirements. With this approach, the PV-EFPE requirements will 
be more visible and will be usable for PV-EFPE that is not part of an inverter.  

It is also desirable that in coordination with the publication of this document, the applicable IEC 
system and installation standards for PV arrays will be amended to refer to this document, to 
specify required functions and to remove overlapping and conflicting requirements. This work 
will be managed by TC82 for IEC 62548 and jointly by TC82 and TC64 through JWG32 for 
IEC 60364-7-712.  

The appropriate functions, settings, responses, and timing for PV-EFP functions are dependent 
on the size and topology of the overall PV system. These array details are not known at the 
time the PV-EFPE is being evaluated to this product standard; therefore the required PV-EFP 
functions and settings need to be provided by local and international system and installation 
standards. As a result, this document does not require all PV-EFPE to implement all possible 
functions, and does not generally contain the required settings for the functions. The  functions, 
settings, and ranges of adjustment that are claimed by the equipment manufacturer are tested 
and evaluated, and the documentation for the installer and user  specifies what functions are 
and are not provided.  

As well as requirements for the PV-EFP functions, this document includes product safety 
requirements covering the construction, environmental suitability, markings, documentation, 
and testing of the equipment. Since PV-EFPE is related to, and often integral to, PV power 
conversion equipment, references are made to product safety requirements in IEC 62109-1. 
However, those requirements may overlap or conflict with existing IEC standards for certain 
types of equipment related to PV-EFP (for example insulation monitoring devices and residual 
current monitoring equipment). Therefore, for some aspects, this document provides options 
for equipment to comply with those standards, where such standards exist.  

NOTE Further information on the intent of this document and special aspects of PV earth faults are summarized in 
the (informative) Annex B. 
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PHOTOVOLTAIC (PV) ARRAYS –  
EARTH FAULT PROTECTION EQUIPMENT –  

SAFETY AND SAFETY-RELATED FUNCTIONALITY 
 
 
 

1 Scope 

This document is applicable to low voltage Photovoltaic Earth-Fault Protection Equipment (PV-
EFPE) whose function is to detect, interrupt, and warn system operators of earth faults in solar 
photovoltaic arrays.  

NOTE 1 In the context of this document, the PV array may include connected wiring and equipment. The required 
coverage of the monitoring and protection is defined in PV installation codes and standards, including aspects such 
as whether or not the coverage is required to include battery circuits, the DC outputs of DC-DC converters, etc.  

NOTE 2 The IEC definition of low voltage is 1 000 V or less for AC systems and  1 500 V or less for DC systems. 
PV-EFPE may be stand-alone or integrated into other equipment such as PV power conversion equipment, a PV 
combiner, etc.  

This document specifies: 

– the types and levels of the monitoring and protection functions that may be provided; 
– the nature and timing of responses to earth faults; 
– test methods for validating the monitoring and protection functions provided; 
– requirements for functional safety and fault tolerance; 
– requirements for product safety including construction, environmental suitability, markings, 

documentation, and testing. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. 
For undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC 60269-6, Low-voltage fuses – Part 6: Supplementary requirements for fuse-links for the 
protection of solar photovoltaic energy systems 

IEC 60417, Graphical symbols for use on equipment – 12-month subscription to regularly 
updated online database comprising all graphical symbols published in IEC 60417 

IEC 60664-1, Insulation coordination for equipment within low-voltage systems – Part 1: 
Principles, requirements and tests 

IEC 60730-1:2013, Automatic electrical controls – Part 1: General requirements  
IEC 60730-1:2013/AMD1:2015 
IEC 60730-1:2013/AMD2:2020 

IEC 60947-2:2016, Low-voltage switchgear and controlgear – Part 2: Circuit-breakers  
IEC 60947-2:2016/AMD1:2019 

IEC 61008-1:2010, Residual current operated circuit-breakers without integral overcurrent 
protection for household and similar uses (RCCBs) – Part 1: General rules  
IEC 61008-1:2010/AMD1:2012 
IEC 61008-1:2010/AMD2:2013 
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IEC 61439-1, Low-voltage switchgear and controlgear assemblies – Part 1: General rules  

IEC 61557-8, Electrical safety in low voltage distribution systems up to 1 000 V a.c. and 
1 500 V d.c. – Equipment for testing, measuring or monitoring of protective measures – Part 8: 
Insulation monitoring devices for IT systems 

IEC TS 61836, Solar photovoltaic energy systems – Terms, definitions and symbols 

IEC 62109-1:2010, Safety of power converters for use in photovoltaic power systems – Part 1: 
General requirements 

IEC 62109-3:2020, Safety of power converters for use in photovoltaic power systems – Part 3: 
Particular requirements for electronic devices in combination with photovoltaic elements 

IEC TS 63053, General requirements for residual current operated protective devices for DC 
system 

ISO 3864 (all parts), Graphical symbols – Safety colors and safety signs 

3 Terms, definitions, symbols and abbreviated terms 

For the purposes of this document, the terms and definitions given in IEC TS 61836 and the 
following apply. 

ISO and IEC maintain terminological databases for use in standardization at the following 
addresses: 

• ISO Online browsing platform: available at https://www.iso.org/obp   

• IEC Electropedia: available at http://www.electropedia.org/  

3.1  
closed electrical operating area 
room or location for electrical equipment to which access is restricted to skilled or instructed 
persons by the opening of a door or the removal of a barrier by the use of a key or tool and 
which is clearly marked by appropriate warning signs 

3.2  
DC-only system 
PV system where all energy sources and power conversion is DC, with no inverter and no AC 
connection in the system  

3.3  
earth fault 
ground fault (US) 
occurrence of an accidental conductive path between a live conductor and the Earth 

Note 1 to entry: The conductive path can pass through a faulty insulation, through structures (e.g. poles, 
scaffoldings, cranes, ladders), or through vegetation (e.g. trees, bushes) and can have a significant impedance. 

[SOURCE: IEC 60050-195:1998,195-04-14] 

3.4  
host equipment 
equipment that integrated PV-EFPE is intended to be used with or installed in (see also 3.7)  

https://www.iso.org/obp
http://www.electropedia.org/
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INTRODUCTION 

Le présent document spécifie les exigences de sécurité qui s'appliquent au matériel (PV-EFPE) 
de protection contre les défauts à la terre photovoltaïque (PV-EFP) dont la fonction est de 
détecter, d'interrompre et de mettre en garde les opérateurs de réseau en cas de défauts à la 
terre dans les groupes photovoltaïques. Une norme autonome sur ce sujet s'avère nécessaire 
et appropriée, car le PV-EFPE peut être conçu comme un matériel autonome ou peut être 
intégré dans un autre matériel (des onduleurs PV, des contrôleurs de charge, des 
combineurs, etc.). Il n'est donc pas judicieux de poursuivre l'approche de normalisation actuelle 
dans laquelle les exigences relatives au PV-EFPE sont uniquement formulées dans une norme 
de produit final spécifique aux onduleurs: IEC 62109-2:2011. Conjointement à la publication du 
présent document, il est prévu de réviser l'IEC 62109-2 de manière à citer le présent document 
en référence et à retirer les exigences qui font double emploi et qui sont contradictoires. Avec 
cette approche, les exigences relatives au PV-EFPE sont plus visibles et sont applicables au 
PV-EFPE qui ne fait pas partie d'un onduleur.  

Il est également souhaitable, conjointement à la publication du présent document, d'amender 
les normes IEC applicables au réseau et à l'installation des groupes photovoltaïques de 
manière à citer le présent document en référence et à retirer les exigences qui font double 
emploi et qui sont contradictoires. Ce travail est géré par le CE 82 pour l'IEC 62548 et 
conjointement par le CE 82 et le CE 64 dans le cadre du JWG 32 pour l'IEC 60364-7-712.  

Les fonctions, réglages, réponses et temporisations appropriés des fonctions PV-EFP 
dépendent de la taille et de la topologie de l'ensemble du réseau PV. Les caractéristiques de 
ces groupes n'étant pas connues au moment de l'évaluation du PV-EFPE selon la présente 
norme de produit, il est nécessaire que les fonctions et réglages PV-EFP exigés soient fournis 
par des normes locales et internationales relatives au réseau et à l'installation. Par conséquent, 
le présent document n'exige pas que tous les PV-EFPE mettent en œuvre toutes les fonctions 
possibles et ne contient généralement pas les réglages exigés pour les fonctions. Les fonctions, 
réglages et plages d'ajustements déclarés par le fabricant du matériel sont soumis à essai et 
évalués, et la documentation destinée à l'installateur et à l'utilisateur spécifie les fonctions qui 
sont fournies et celles qui ne le sont pas.  

Avec les exigences relatives aux fonctions PV-EFP, le présent document inclut les exigences 
de sécurité du produit qui couvrent la construction, l'adaptation à l'environnement, les 
marquages, la documentation et les essais du matériel. Le PV-EFPE étant associé et souvent 
intégré à un équipement de conversion de puissance photovoltaïque, il est fait référence aux 
exigences de sécurité du produit de l'IEC 62109-1. Toutefois, ces exigences peuvent empiéter 
sur les normes IEC existantes ou être en contradiction avec celles-ci pour certains types de 
matériels liés à la PV-EFP (les contrôleurs d'isolement et les équipements de contrôle 
d'isolement à courant différentiel résiduel, par exemple). Par conséquent, à certains égards, le 
présent document fournit des options qui permettent au matériel de satisfaire à ces normes, si 
ces dernières existent.  

NOTE Des informations supplémentaires concernant l'objet du présent document et les aspects particuliers des 
défauts à la terre PV sont synthétisées à l'Annexe B (informative). 
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GROUPES PHOTOVOLTAÏQUES (PV) –  
MATÉRIEL DE PROTECTION CONTRE LES DÉFAUTS À LA TERRE –  

SÉCURITÉ ET FONCTIONNALITÉS RELATIVES À LA SÉCURITÉ 
 
 
 

1 Domaine d'application 

Le présent document s'applique aux matériels de protection contre les défauts à la terre 
photovoltaïques (PV-EFPE) dont la fonction est de détecter, d'interrompre et de mettre en garde 
les opérateurs de réseau en cas de défauts à la terre dans les groupes photovoltaïques.  

NOTE 1 Dans le contexte du présent document, le groupe PV peut inclure un câblage et un matériel connectés. La 
couverture exigée des fonctions de surveillance et de protection est définie dans les codes et normes 
d'installation PV, y compris les aspects liés, par exemple, au fait de savoir s'il est exigé que la couverture concerne 
ou non les circuits de batterie, les sorties en courant continu des convertisseurs courant continu/courant continu, 
etc.  

NOTE 2 La définition IEC de la basse tension est de 1 000 V ou moins pour les réseaux en courant alternatif et 
de 1 500 V ou moins pour les réseaux en courant continu. Le PV-EFPE peut être autonome ou intégré dans un autre 
matériel (un équipement de conversion de puissance photovoltaïque, un combinateur PV, etc.).  

Le présent document spécifie: 

– les types et les niveaux des fonctions de surveillance et de protection qui peuvent être 
fournies; 

– la nature et la chronologie des réponses aux défauts à la terre; 
– les méthodes d'essai pour la validation des fonctions de surveillance et de protection 

fournies; 
– les exigences en matière de sécurité fonctionnelle et de tolérance aux pannes; 
– les exigences relatives à la sécurité du produit, y compris la construction, l'adaptation à 

l'environnement, les marquages, la documentation et les essais. 

2 Références normatives 

Les documents suivants sont cités dans le texte de sorte qu'ils constituent, pour tout ou partie 
de leur contenu, des exigences du présent document. Pour les références datées, seule 
l'édition citée s'applique. Pour les références non datées, la dernière édition du document de 
référence s'applique (y compris les éventuels amendements). 

IEC 60269-6, Fusibles basse tension – Partie 6: Exigences supplémentaires concernant les 
éléments de remplacement utilisés pour la protection des systèmes d'énergie solaire 
photovoltaïque 

IEC 60417, Graphical symbols for use on equipment – 12-month subscription to regularly 
updated online database comprising all graphical symbols published in IEC 60417 (disponible 
en anglais seulement) 

IEC 60664-1, Coordination de l'isolement des matériels dans les réseaux d'énergie électrique 
à basse tension – Partie 1: Principes, exigences et essais 

IEC 60730-1:2013, Dispositifs de commande électrique automatiques – Partie 1: Exigences 
générales  
IEC 60730-1:2013/AMD1:2015 
IEC 60730-1:2013/AMD2:2020 
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IEC 60947-2:2016, Appareillage à basse tension – Partie 2: Disjoncteurs  
IEC 60947-2:2016/AMD1:2019 

IEC 61008-1:2010, Interrupteurs automatiques à courant différentiel résiduel sans dispositif de 
protection contre les surintensités incorporé pour usages domestiques et analogues (ID) – 
Partie 1: Règles générales  
IEC 61008-1:2010/AMD1:2012 
IEC 61008-1:2010/AMD2:2013 

IEC 61439-1, Ensembles d'appareillage à basse tension – Partie 1: Règles générales  

IEC 61557-8, Sécurité électrique dans les réseaux de distribution basse tension de 1 000 V c.a. 
et 1 500 V c.c. – Dispositifs de contrôle, de mesure ou de surveillance de mesures de 
protection – Partie 8: Contrôleurs d'isolement pour réseaux IT 

IEC TS 61836, Solar photovoltaic energy systems – Terms, definitions and symbols (disponible 
en anglais seulement) 

IEC 62109-1:2010, Safety of power converters for use in photovoltaic power systems – Part 1: 
General requirements (disponible en anglais seulement) 

IEC 62109-3:2020, Sécurité des convertisseurs de puissance utilisés dans les systèmes 
photovoltaïques – Partie 3: Exigences particulières pour les dispositifs électroniques combinés 
aux éléments photovoltaïques 

IEC TS 63053, General requirements for residual current operated protective devices for DC 
system (disponible en anglais seulement) 

ISO 3864 (toutes les parties), Symboles graphiques – Couleurs de sécurité et signaux de 
sécurité 

3 Termes, définitions, symboles et termes abrégés 

Pour les besoins du présent document, les termes et définitions de l'IEC TS 61836 ainsi que 
les suivants s'appliquent. 

L'ISO et l'IEC tiennent à jour des bases de données terminologiques destinées à être utilisées 
en normalisation, consultables aux adresses suivantes: 

• ISO Online browsing platform: disponible à l'adresse https://www.iso.org/obp 

• IEC Electropedia: disponible à l'adresse http://www.electropedia.org/  

3.1  
local électrique fermé 
local ou emplacement de matériels électriques dont l'accès est limité aux personnes qualifiées 
ou averties par ouverture d'une porte ou retrait d'une barrière à l'aide d'une clé ou d'un outil et 
qui est clairement marqué à l'aide d'une signalisation d'avertissement appropriée 

3.2  
réseau en courant continu uniquement 
réseau PV dans lequel toutes les sources d'énergie et tous les équipements de conversion de 
puissance sont en courant continu, sans onduleur ni connexion en courant alternatif dans le 
réseau  

https://www.iso.org/obp
http://www.electropedia.org/



