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Figure 1 – Relationships between the generic cabling documents produced by ISO/IEC 
JTC 1/SC 25 

Replace the figure graphic with the following new figure graphic: 
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Figure 6 – Example of a generic cabling system with combined BD and FD 

Replace the figure graphic with the following new figure graphic: 

 

 

 

Table 3 – Horizontal link length equations 

Replace, in the second text box, in the first paragraph starting with “For operating 
temperatures…”, lb with lh. 

Replace list item 1) with the following new list item: 

1)  0,2 % per °C for screened balanced cables up to 60 °C, 

 

_________ 


